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UM Calculated GHG

Facility Unit ID

Natural Gas Usage

(ft
3
)

Distillate Oil Usage

(gal)

GHG Natural 

Gas Calculation 

Methodology

GHG Fuel Oil 

Calculation 

Methodology

Annual Average HHV 

for Natural Gas

(mmBtu/scf)

Annual Average HHV 

for Fuel Oil

(mmBtu/gal)

CO2 Emissions

(metric tons)

CH4 Emissions

(metric tons)

N2O Emissions

(metric tons)

CO2e Emissions

(metric tons)

CPP Boiler 1 0 0 Tier 2 Tier 2 0.001090 0.141000 0 0.0 0.00 0

CPP Boiler 2 140,590,000 0 Tier 2 Tier 2 0.001090 0.141000 8,125 0.2 0.02 8,133

CPP Boiler 3 266,632,000 0 Tier 2 Tier 2 0.001090 0.141000 15,409 0.3 0.03 15,424

CPP Boiler 4 193,527,000 0 Tier 2 Tier 2 0.001090 0.141000 11,184 0.2 0.02 11,195

CPP Boiler 6 429,356,000 15,178 Tier 2 Tier 2 0.001090 0.141000 24,972 0.5 0.05 24,996

CPP Boiler 7 206,545,000 Does Not Fire Fuel Oil Tier 2 N/A 0.001090 0.141000 11,937 0.2 0.02 11,948

CPP Boiler 8 206,251,000 Does Not Fire Fuel Oil Tier 2 N/A 0.001090 0.141000 11,920 0.2 0.02 11,931

CPP Gas Turbine 9 397,888,000 2,442 Tier 2 Tier 2 0.001090 0.141000 23,020 0.4 0.04 23,043

CPP Gas Turbine 10 393,098,000 4,311 Tier 2 Tier 2 0.001090 0.141000 22,763 0.4 0.04 22,785

CPP Gas Turbine CHPHSRG 1,128,423,886 12,826 Tier 2 Tier 2 0.001090 0.141000 65,347 1.2 0.12 65,412

Hoover Boiler 2 23,493,200 25 Tier 1 Tier 2 N/A 0.138000 1,281 0.0 0.00 1,282

Hoover Boiler 3 42,039,600 0 Tier 1 Tier 2 N/A 0.138000 2,291 0.0 0.00 2,294

Kellogg Eye Boiler 1 5,450,050 0 Tier 1 Tier 1 N/A N/A 297 0.0 0.00 297

Kellogg Eye Boiler 2 16,775,288 0 Tier 1 Tier 1 N/A N/A 914 0.0 0.00 915

Kellogg Eye Boiler 3 5,136,677 Does Not Fire Fuel Oil Tier 1 N/A N/A N/A 280 0.0 0.00 280

Kellogg Eye Boiler 4 13,439,783 Does Not Fire Fuel Oil Tier 1 N/A N/A N/A 733 0.0 0.00 733

Miscellaneous Outlying Boilers 465,405,502 Does Not Fire Fuel Oil Tier 1 N/A N/A N/A 25,367 0.5 0.05 25,392

Miscellaneous Miscellaneous Units 490,750,200 50 Tier 1 Tier 2 N/A 0.138000 26,749 0.5 0.05 26,775

NCRC Boiler 1A 195,700 0 Tier 1 Tier 1 N/A N/A 11 0.0 0.00 11

NCRC Boiler 1B 647,300 0 Tier 1 Tier 1 N/A N/A 35 0.0 0.00 35

NCRC Boiler 2 12,631,700 0 Tier 1 Tier 1 N/A N/A 688 0.0 0.00 689

NCRC Boiler 3 16,802,000 0 Tier 1 Tier 1 N/A N/A 916 0.0 0.00 917

NCRC Boiler 4 (duct burner) 66,291,200 Does Not Fire Fuel Oil Tier 1 N/A N/A N/A 3,613 0.1 0.01 3,617

NCRC Boiler 5 52,468,400 0 Tier 1 Tier 1 N/A N/A 2,860 0.1 0.01 2,863

NCRC Boiler 6 143,906,400 0 Tier 1 Tier 1 N/A N/A 7,844 0.1 0.01 7,851

NCRC Turbine 334,352,600 195 Tier 1 Tier 1 N/A N/A 18,226 0.3 0.03 18,244

NCRC EXEMPTHEATERS 28,394,100 Does Not Fire Fuel Oil Tier 1 N/A N/A N/A 1,548 0.0 0.00 1,549

 Total: 288,611


